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PLUMBING FIXTURE SCHEDULE
LEGEND LEGEND CONT. ABBREVIATIONS MINIMUM PIPE SIZES
NO.| FIXTURE SANITARY | VENT| HW | cw
(0| WATER CLOSET 4" 2" | — | 1"
ADD'L  ADDITIONAL 0 - WATE VAT B VAT
KITCHEN SINK 2 1Y, L5 L5
AFF ABOVE FINISHED FLOOR
——————————e COLD WATER BEPX¢ REDUCED PRESSURE PRINCIPAL BACKFLOW PREVENTER I CAST IRON % :’JVQI?&LFOUNTAIN 5 13/" 1 3} -
SV COMBINATION WASTE AND VENT fiofl- BALANCING VALVE WITH GAUGE CONNECTIONS CLG CEILING _ 2 T
A COMPRESSED AIR —3 CAP €0 CLEAN OUT (6) | DRINKING FOUNTAIN 2 Lol — Lo
CSBV COMBINATION SHUTOFF & BALANCE VALVE (7) | SHOWER > 15[ 15" [ 15
D DRAIN LINE — CLEANOUT CW DOMESTIC COLD WATER SERVICE BASIN 3 > 13,7 1,
F FIRE LINE o CLEANOUT AT GRADE " " . :
HOT WATER o DIAL TYPE THERMOMETER %iﬁ BIOAVI://II\I?TER (9) | FLOOR DRAIN 3 2" | — | —
R HOT WATER RETURN X DRAW OFF DRAIN DWG DRAWING SEALED EQUIPMENT DRAIN 3" 2" —
1) | ACCESSIBLE WATER CLOSET 4 2 — | 1
MU MAKEUP WATER EL ELEVATION 12 | ACCESSIBLE LAVATORY 2" 115 L 5"
EWT&B EACH WAY TOP & BOTTOM T v | 3,"
S SANITARY DRAIN ABOVE FLOOR OR GRADE ﬁ FILTER 8 égg/EFiSCI;LViAUSRHINS;IT 2 17 e lf‘
------ S---—--  SANITARY DRAIN BELOW FLOOR OR GRADE ‘g FCO FLOOR CLEANOUT o1~
Sp SPRINKLER / STANDPIPE FIRE HYDRANT OR SIAMESE FHC FIRE HOSE CABINET @5 | ACCESSIBLE WATER COOLER 2 1, — | 15
06 FLOOR DRAIN WITH P-TRAP FSP FIRE STANDPIPE NOTE: ALL FIXTURES TO BE PROVIDED WITH
ST STORM DRAIN ABOVE FLOOR OR GRADE FT FOOT/FEET TRAPS AND SHUTOFF VALVES.
----- ST----—- STORM DRAIN BELOW FLOOR OR GRADE FLOOR DRAIN WITH OUT P-TRAP n CAUGE
T ;I_/IIZI\I\/II'IID'ERED WATER —(‘I>— HOSE BIBB OR WALL HYDRANT GAL GALLON
"""""""""""""" GALV GALVANIZE GENERAL NOTES
W WASTE IMMERSION SENSOR IN SENSOR WELL GPM GALLONS PER MINUTE
HP HIGH POINT
oI PRESSURE GAUGE WITH BRASS PETCOCK HORZ HORIZONTAL 1. THE INSTALLER SHALL NOTIFY THE ENGINEER OF ANY
HW DOMESTIC. HOT WATER DISCREPANCIES BETWEEN FIELD CONDITIONS AND THE CONTRACT
FITTINGS ROOF DRAIN BEFORE PROCEEDING WITH THAT PORTION OF THE WORK.
RT. id INSIDE DIAMETER FAILURE TO NOTIFY THE ENGINEER WILL NOT RELIEVE THE
—bh—  BRANCH OFF TOP OF MAIN —U—""" RUNNING TRAP INV INVERT INSTALLER OF RESPONSIBILITY. THE INSTALLER SHALL CORRECT
— PIPE RISER DOWN ALL WORK ARISING FROM SUCH FAILURE TO COORDINATE
o SIPE RISER UP E STRAIGHT TYPE THERMOMETER max MAXIMUM DISCREPANCIES TO THE SATISFACTION OF THE ENGINEER WITHOUT
o e MH MANHOLE ADDED COST TO THE OWNER.
g STRAINER min MINIMUM 2. PLUMBING INSTALLER SHALL COORDINATE WITH ALL NECESSARY
ve VACUUM BREAKER NO NUMBER INSTALLERS TO PREVENT INSTALLATION CONFLICTS.
P YVV@ITTE.R AHCACNE”;ERD?)%FEESIEOSEQUIRED) N?gl Ng'l\r/ll'll\'léLSCALE 3. OPENINGS FOR PENETRATIONS IN SLABS AND WALLS SHALL BE
VALVES DRILLED TO ACCOMMODATE PIPE SLEEVES FOR THE PASSAGE OF
PIPES. HOLE TOLERANCES SHALL MEET REQUIREMENTS OF SLEEVE
& AIR LINE oc ON_CENTER MANUFACTURER. EXACT LOCATIONS SHALL BE FIELD COORDINATED
Rgyy BACK WATER PLUMBING FIXTURES o Oonoce D AMETER TO CLEAR BEAMS AND REINFORCEMENT BARS.
o BALL } EYE/FACE WASH UNIT OWS] OPEN WEB STEEL JOIST 4. WHERE PIPES PASS THROUGH FINISHED SURFACES OF FLOORS,
L4 PEX CROSSLINKED POLYETHYLENE CEILINGS, ROOFS, AND WALLS, PROVIDE PIPE SLEEVES AND
-|f|- BUTTERFLY KITCHEN SINK PLCS PLACES ESCUTCHEON PLATE/FRAMES.
NE CHECK (] LAVATORY PVC POLYVINYL CHLORIDE 5. WHERE PIPES PASS THROUGH EXPOSED SURFACES, PROVIDE PIPE
N R RETURN SLEEVES, SEAL AROUND OPENINGS, AND FINISH THE OPENINGS. FIRE
u@ FOOT ] SERVICE BASIN rad RADIUS SEAL WHERE PIPES PASS THROUGH FIRE RATED CONSTRUCTION.
= REINFE  REINFORCED FIRE SEAL SHALL MATCH THE FIRE RATING OF THE ADJACENT
S GAS SHOWER STALL WITH SHOWER HEAD REQD  REQUIRED CONSTRUCTION.
RL RAIN LEADER
1ot NON-SLAM CHECK = URINAL 6. PROVIDE SHUTOFF VALVES AND UNIONS/FLANGES AT BASE OF ALL
RISERS, MAINS, BRANCHES, AND CONNECTIONS TO ISOLATE FOR
X+ OUTSIDE SCREW & YOKE (OS&Y S SUPPLY ! ' ’
(0S&Y) (@  WASH FOUNTAIN 2AN SANITARY MAINTENANCE PURPOSES.
0 PLUG ® WATER CLOSET o2 2 BRRD 7. PROVIDE ACCESS DOORS FOR SERVICE ACCESS TO VALVES, AIR
— WATER COOLER VENTS, AND OTHER ACCESSORIES IN CONCEALED SPACES, FOR
% PRESSURE AND TEMPERATURE RELIEF = T&B TOP & BOTTOM MAINTENANCE AND INSPECTION. PROVIDE FIRE RATED DEVICES
TOS TOP OF SLAB MATCHING THE ADJACENT CONSTRUCTION IN FIRE RATED
D&t PRESSURE REDUCING TW TEMPERED WATER CONSTRUCTION.
%k THERMOSTATIC WATER CONTROL SET AT 110° F %s %/QE,CZRIE/'EFA{INSYSTEM 8. PROVIDE DRAIN VALVES WITH HOSE THREADS AT ALL LOW POINTS
OF PIPING AND AIR VENTS AT ALL HIGH POINTS OF PIPING.
0 TRIPLE DUTY MISCELLANEOUS TYP TYPICAL
UG UNDERGROUND 9. UNLESS OTHERWISE INDICATED, ALL BRANCH PIPING SHALL BE OFF
UON UNLESS OTHERWISE NOTED THE BOTTOM OF THE MAIN PIPING RUN.
/2" COLD_WATER DOWN TO 75" HOSE BIBB UST UNDERGROUND STORAGE TANK
1 32" ABOVE FLOOR. INSTALL BALL VALVE 10. REFER TO SUPPORTING DOCUMENTS SUBSET FOR PAY LIMITS FOR
SHUTOFF PRIOR TO HOSE BIBB. INSTALL Y VENT MAJOR LUMP SUM ITEM (MLSI). EXCAVATION FOR PLUMBING SYSTEMS
VACUUM BREAKER AT HOSE BIBB. VERT VERTICAL WITHIN THESE LIMITS IS INCLUDED FOR PAYMENT IN THE MLSI. THERE
VIF VERIFY IN FIELD WILL BE NO SEPARATE PAYMENT FOR EXCAVATION FOR THESE SYSTEMS.
34" HOT WATER DOWN TO 34" HOSE BIBB VTR VENT THRU ROOF
> 32" ABOVE FLOOR. INSTALL BALL VALVE 11. METHODS OF ATTACHMENT OF SEISMIC RESTRAINT CABLES SHALL
VACUUM BREAKER AT HOSE Bibs, Wy W COMPLT W THE FOLLOWING:
' WCO WQE—}ECLEANOUT a. TO EQUIPMENT: BOLT ANGLE CLIPS TO SUSPENDED EQUIPMENT
] . ADJACENT TO THE HANGER RODS. ORIENT THE FOUR SEISMIC
175" COLD WATER DOWN TO 175" FEMALE CABLES 90 DEG TO EACH OTHER. ATTACH SEISMIC CABLES TO ANGLE
3 NPT TO MALE NST HEX NIPPLE, 32" ABOVE CLIPS IN ACCORDANCE WITH MANUFACTURER'S INSTALLATION
FLOOR. INSTALL BALL VALVE SHUTOFF PRIOR INSTRUCTIONS.
TO ADAPTER. b. TO STRUCTURE: ATTACH SEISMIC CABLE TO TOP CHORD OF ROOF
JOISTS WITH APPROPRIATE FASTENING DEVICES. WELDING,
o) CENTER LINE BURNING, OR DRILLING OF THE ROOF JOISTS SHALL NOT BE
PERMITTED. THE SEISMIC CABLE SHALL BE DRAWN TAUT BUT
SHALL NOT DISPLACE THE UNITS. ATTACHMENT TO BOTTOM
CA COMPRESSED AIR DROP CHORD OF ROOF JOISTS SHALL NOT BE PERMITTED. PROVIDE
DESIGNER WITH METHOD OF ATTACHMENT TO ROOF JOISTS FOR
DRYER APPROVAL.
—1P] PRESSURE SWITCH
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NOTES:

1.

10.

11.

12.

13.

NOTE 12 NOTE 11
\— ------------- —o—-M--XEBEP -3 —-L-———-

REFER TO DRAWING NO. P-002 FOR PLUMBING FIXTURE
SCHEDULE.

REFER TO DRAWING NO. P-008 FOR DOMESTIC WATER
PIPING RISER DIAGRAM FOR ALL WATER HAMMER ARRESTOR
LOCATIONS, ADDITIONAL BALL VALVES, AND ANY

DIMENSIONS NOT PROVIDED ON THE PLAN VIEW.

PROVIDE AN IN-LINE WATER FILTER, ACCESSIBLE FROM
MECHANICAL ROOM AND MOUNTED 5'-0" max AFF, FOR THE
WATER COOLER AND REFRIGERATOR.

ALL PIPING IN THE OFFICE AREA SHALL BE CONCEALED IN
WALLS OR ABOVE THE DROP CEILINGS. ALL PIPING IN THE
BAY AREAS SHALL BE RUN TIGHT TO JOISTS AND WALLS.
SOME LOCATIONS SHOWN ARE FOR CLARITY ONLY.

TANKLESS WATER HEATER, REFER TO DETAIL ON DRAWING NO.
P-008 FOR INSTALLATION LOCATION OF PIPING SPECIALTIES.

INSTALL 3" MAKEUP WATER LINE TO EXISTING BOILERS.
PROVIDE BYPASS LOOP WITH SHUTOFF AROUND BOILER
LINE VALVING. REFER TO DRAWING NO. M-005 FOR
PIPING ARRANGEMENT. MOUNT BACKFLOW PREVENTER
TIGHT TO WALL. LOCATION SHOWN FOR CLARITY ONLY.

REFER TO DRAWING NO. P-008 FOR COMPRESSED AIR
PIPING DETAIL.

PROVIDE COLD WATER LINE TO REFRIGERATOR. SIZE
LINE PER MANUFACTURER'S REQUIREMENTS.

REFER TO DRAWING NO. P-009 FOR OFFICE AREA TRAP
PRIMER PIPING DIAGRAM.

LOCATE ALL WATER HAMMER ARRESTORS AT THE TOP OF
THE VERTICAL RISERS.

REFER TO DRAWING NO. P-008 FOR WATER SERVICE
ENTRANCE DETAIL.

TO 5'-0" OFF FOUNDATION WALL BY PLUMBING INSTALLER.
REFER TO DRAWING NO. C-005 FOR CONTINUATION PAST
5'-0" OFF FOUNDATION WALL.

PIPE HOT AND COLD WATER TO TEMPERING VALVE LOCATED
IN SURFACE MOUNTED CABINET. PIPE TEMPERED WATER LINE
FROM TEMPERING VALVE TO EYE/FACE WASH UNIT.
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MATCH LINE
SEE PLAN P-003

2" FEMALE PIPE THREAD FITTING WITH
CAP FOR FUTURE CONNECTION:TO
BRINE MAKING SYSTEM (BYLOTHERS)

2
R
=[]

WASH
BAYS

3," HW

e
i e 15" AIR DROP WITH CAP
NOTE 4 -7 FOR FUTURE CONNECTION
y%, TO BRINE MAKING SYSTEM
i qa (BY OTHERS)
2" cw —4
3A|| A !
|
E
MAINTENANCE BAYS i CZI:
|
TANKLESS WATER HEATER\E\ G 2]
' i
2" CW 2" CW . o 115" Ccw
| 3/
-|C5|' '''''''''' e —:'-{g ''''''''''' e I S '|CB|"—: ''''''''''''''''' r'-'@C -------- —1 é* AT Hw
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| | | | | | ' d |
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a) | | a) A | | | | a) ) FJH 115" Cw
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o NN BN NOTES:
LI.IO AN N I\ N '
> OI \\\\ //3// \\\\ //3//
(e S~ S~ 1 REFER TO DRAWING NO. P-002 FOR PLUMBING FIXTURE SCHEDULE.
=
(:55 2. ALL PIPING IN THE BAY AREAS SHALL BE RUN TIGHT TO JOISTS AND WALLS.
|<—EQ SOME LOCATIONS ARE SHOWN FOR CLARITY ONLY.
s |w
(“,J) 3. LOCATE ALL WATER HAMMER ARRESTORS AT THE TOP OF THE VERTICAL RISERS.
4, PIPE HOT AND COLD WATER TO TEMPERING VALVE LOCATED IN SURFACE
MOUNTED CABINET. PIPE TEMPERED WATER LINE FROM TEMPERING VALVE
TO EYE/FACE WASH UNIT.
5. COORDINATE PIPING LOCATIONS WITH CRANE.
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NOTES:

REV.

1. REFER TO DRAWING NO. P-002 FOR PLUMBING FIXTURE
SCHEDULE.
O
2. REFER TO DRAWING NO. P-009 FOR SANITARY PIPING mg
RISER DIAGRAM FOR ANY DIMENSIONS NOT PROVIDED =
ON THE PLAN VIEW. —'Z
Il<
3. ALL PIPING IN THE OFFICE AREA SHALL BE CONCEALED IN EC—L'
WALLS OR ABOVE THE DROP CEILINGS. SOME LOCATIONS gm
SHOWN ARE FOR CLARITY ONLY. (u,.|)
4, REFER TO DRAWING NO. P-009 FOR OFFICE AREA TRAP
PRIMER PIPING DIAGRAM.
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MATCH LINE
SEE PLAN P-005
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NOTES:
1. REFER TO DRAWING NO. P-002 FOR PLUMBING FIXTURE
SCHEDULE.
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3," dia MAKEUP LINE TO BOILERS,

SHUTOFF VALVE AT
BUILDING ENTRANCE -D&l—-s REFER TO DRAWING NO. M-005 FOR
i PIPING ARRANGEMENT
- —|(B|—% —-%—?—4 1(5|—L|J--i—-s 2" dia TO SYSTEM

REFER TO RISER DIAGRAM

TO TRAP PRIMER SYSTEM,
REFER TO DETAIL ON
DRAWING NO. P-009

NOTES:

1. REFER TO DRAWING NO. P-002 FOR PLUMBING FIXTURE SCHEDULE.

2. REFER TO PLANS FOR FIXTURE LOCATIONS.
3. INSTALL FLEXIBLE CONNECTIONS (5 FT max LENGTH)

FOOTING & l ON THIS SHEET :
FOUNDATION i . \ BETWEEN COMPRESSED AIR PIPING AND AIR COMPRESSOR.
WALL i WATER METER S | 4,  INSTALL WATER HAMMER ARRESTORS IN PIPING ACCORDING
i 2" SERVICE ENTRANCE N _ | TO PDI-WH 201. LOCATE ALL WATER HAMMER ARRESTORS AT
GRADE H REFER TO DETAIL ON N it i THE TOP OF THE VERTICAL RISERS, LOCATIONS SHOWN FOR
T THIS DRAWING S v » CLARITY ONLY.
54" min \Q\@ -
— a . AN TANKLESS WATER HEATERS,
o n%x 2, . REFER TO DETAIL ON THIS
\17 PROVIDE 4" id FLOOR SLEEVE THRU SLAB P N1 N S DRAWING
> REFER TO DETAIL ON DRAWING NO. P-011 PN ~. S . ~.
/[ TERMINATE CONCRETE ENCASEMENT L~ S ety i SR S
/ 12" BEYOND FOOTING (TYP BOTH SIDES) g S d ] N AN
[ [ 2" WATER SERVICE ENTRANCE REFER TO NOTE 4 Ty o ;< % ! i See ‘\s\
\ | SLEEVE ENCASED IN CONCRETE (TYP ALL WATER \'\L ! -~ N ! . Sl ~.
\L UNDER FOOTING 6" ALL AROUND HAMMER ARRESTORS) ¢ Jﬁ \ ’ 7 NS ! N N
—_— NP N SN s
END VIEW ! ~ - NN @ N N
>, v '~ v ., ~
SERVICE ENTRANCE DETAIL ! e o N1 S TR
, - ek TO REFRIGERATOR, “._ TN
: ~ o | SIZE LINE PER ~ X
j:,\ A | MANUFACTURERS > N
! REQUIREMENTS i 3@2::\ -
, 4 NG _ -
! IN-LINE WATER FILTER  $<7 5% f|:\~ Rl
\|N\ MOUNTED NEAR WALL -~ RSN J
IN MECHANICAL ROOM & TN
D MOUNTED max 5'-0" AFF NS e
T\:\‘;{\ (Al | i i
TANKLESS WATER HEATER MANIFOLD TR _ A
CONTROLLER, INSTALL PER i SN @@ .t
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Disciplin

mittal Checklist

The following check list shall be checked and attached to each discipline subset *
prior to being digitally signed.

Check

Task

Section in DPD
Manual

(=Y

Attach this checklist to the discipline subset.

Section 3.1

00

2. Ensure the plans conform to Section 1.4, step 1 of

the Digital Project Development Manual.

Section 1.4

3. Complete the following tasks using Bluebeam on

the discipline subset?

. Apply Page Labels

Section 1.6.2

Apply Sheet Numbers

Section 1.6.2

. Apply Watermark

Section 2.4

a
b.
C
d

. Flatten Markups

Section 2.4

e.

Digital Signature Field

Section 2.5.1

N

4. Type name and telephone number below.

5. Upload, if not in Projectwise already, the
discipline subset into the 100_Contract_Plans

folder in Projectwise and attribute the document

correctly?

a.

Discipline = CT

b.

Main Category = CON

C.

Sub Category = FDP, DCD, DCD2,
ADP, ACD, DCO where applicable

O O od

d.

Label = subset number and name.

* Example of highways subset
would be 03-Highways.

* The label for a subset shall be the
same for both FDP and
DCD submittals.

¢ Addendum submittals shall match
FDP submittals with the addition
of * _A#",

* Change Order Submittals shall
match FDP submittals with
the

[

. Description field is filled in with

a description of the subset.

The applicable bridge no.(s) or signal
intersection(s) were selected that is/are
associated with this subset.

Section 3.2.4

6. Notify Principal Engineer/Engineer of Record so
they can apply their Digital Signature

7. Apply the QA/QC stamp after the discipline
subset has been digitally signed.

Section 3.1

I have performed and checked that all the tasks above were performed correctly.

Submitted By (Type in Name)

Phone Number (Type in Phone Number)

* Discipline subset includes the General subset and all other discipline subsets. The 02-Revisions does not need
a checklist attached. The standard subsets already have a checklist attached to the index sheets.
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